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 C 000 Initial Comments  C 000

This is a Report of a Biennial Construction Survey 
conducted by Greg Cates on January 20, 2016.

Based on information gathered from our files, the 
Facility was first licensed or submitted for 
licensure on or about January 10, 1997 for 
Seventy (70) Beds. Based on the above 
information, the facility is required to meet the 
1996 Minimum and Desired Standards and 
Regulations for Homes for the Aged and 
Disabled; the applicable portions of the State 
Building Code Section 409.1- Group I.

 

 C 101 Existing Licensed Fac- No less than '71 Rules

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0301 APPLICATION OF 
PHYSICAL PLANT REQUIREMENTS
The physical plant requirements for each adult 
care home shall be applied as follows:
(2)  Except where otherwise specified, existing 
licensed facilities or portions of existing licensed 
facilities shall meet licensure and code 
requirements in effect at the time of construction, 
change in service or bed count, addition, 
renovation, or alteration; however in no case shall 
the requirements for any licensed facility where 
no addition or renovation has been made, be less 
than those requirements found in the 1971 
"Minimum and Desired Standards and 
Regulations" for "Homes for the Aged and Infirm", 
copies of which are available at the Division of 
Health Service Regulation at no cost;

This Rule  is not met as evidenced by:

 C 101

1- Based on observations, the facility has failed to 
sprinkle all enclosed spaces as required of a fully 
sprinkled building. 
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 C 101Continued From page 1 C 101

Findings include:

a- The closets in the resident room 
bathrooms throughout the building, ranging 
in size from 3' x 3'  to 3' x 4', are not 
sprinkled.
b- The linen closets in the Spa Bathrooms 
throughout the building, are not sprinkled.

 C 153 Exit Door Locks-Single Hand Motion

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0305 PHYSICAL 
ENVIRONMENT
(h)  The requirements for outside entrances and 
exits are:
(3)  All exit door locks shall be easily operable, by 
a single hand motion, from the inside at all times 
without keys; and

This Rule  is not met as evidenced by:

 C 153

1- Based on observations, the facility has failed to 
ensure that the EXIT doors are single-
motion exiting.

Findings include:

a- The marked EXIT door from the 
Physical Therapy Room is equipped 
with a dead bolt lock.

 

 C 166 Housekeeping-Maintained Free of Hazards

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0306 HOUSEKEEPING AND 
FURNISHINGS

 C 166
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 C 166Continued From page 2 C 166

(a) Adult care homes shall:
(5)  be maintained in an uncluttered, clean and 
orderly manner, free of all obstructions and 
hazards;
(e)  This Rule shall apply to new and existing 
facilities.

This Rule  is not met as evidenced by:
1- Based on observations, the facility has failed to 
maintain the building free of hazards by not 
properly storing 
oxygen containers. This could affect all 
persons in the facility as the oxygen containers 
could fall over, damaging the cylinder or nozzle.

Findings include:

a- There are oxygen bottles in Room E3 not 
secured to prevent them from 
falling over or rolling around.

 

 C 189 Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

 C 189

1- Based on observations, the facility has failed to 
ensure that the building is safe by not maintaining 
the fire resistance of building components. This 
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 C 189Continued From page 3 C 189

deficiency directly affect all residents, personnel, 
and visitors by allowing the possible spread of 
smoke beyond the compartment of origin.

Findings include:

a- One of the doors to the Living Room 
on D-Hall is rubbing against the carpet and 
will not close easily. 
b- The F-Hall EXIT corridor door is 
rubbing against the frame and does not 
close and latch.
c- The Furnace Closet door in the Laundry 
does not close and latch. 
d- In the Club Room HVAC Closet, there 
is a large hole in the ceiling,
e- The kitchen door leading to the Service 
corridor/ Exit hall has a kick-down hold 
open device. 
f- The double door coordinator for the 
Living Room corridor door on C Hall is 
sprung.

2- Based on observations, the facility has failed to 
maintain the building electrical system safe and 
operating. This deficiency may affect those 
persons 
using the receptacles by allowing the possibility of 
electrical shock.

Findings include:

a- The GFCI receptacle in Room C10 did 
not trip when tested.

 C 199 Exhaust Ventilation

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 

 C 199
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 C 199Continued From page 4 C 199

REQUIREMENTS
(g)  The spaces listed in this Paragraph shall be 
provided with exhaust ventilation at the rate of 
two cubic feet per minute per square foot.  This 
requirement does not apply to facilities licensed 
before April 1, 1984, with natural ventilation in 
these specified spaces:
(1)  soiled linen storage;
(2)  soil utility room;
(3)  bathrooms and toilet rooms;
(4)  housekeeping closets; and
(5)  laundry area.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:
1- Based on observations and testing, the facility 
has failed to maintain the mechanical exhaust 
systems in working condition. This may affect all 
persons in the building as it prevents the 
exhausting 
of odors and moisture.

Findings include:

a- The exhaust fans located in D wing are 
blowing air instead of exhausting. 
b- The exhaust fans located in C wing are 
blowing air instead of exhausting.
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